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BOARD OF HEALTH WITNESS:
DATE:

AUGUST 27, 2020

SOIL EVALUATOR:

DATA PERC| PERC PERC
TEST| RATE DEPTH
ID (MIN/IN)| (IN)
THOMAS LEUE 1 15 38
2 6 35
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1. THIS PLAN IS FOR THE REPAIR OF A NEW SEPTIC SYSTEM. / DES I GN DATA
£ 1, EMUE TOROLL,  SUSEOT, SONCATU T LEAR FIEED 40, 10,5, O L smee -
OF 310 15.255(3). (TITLE 5 310 CMR 15.255 (5) .) 7 DESIGN BASED ON SINGLE FAMILY DWELLING
3. TITLE 5 REGUIRES OBSERVATION OF THE INSTALLED DESIGN FLOW 110  GALLON PER DAY PER BEDROOM (3)
SYSTEM BY THE DESIGN ENGINEER AND A BOARD OF HEALTH MEMBER TOTAL DESIGN FLOW 330 GALLON PER DAY.
OR AGENT FOR THE BOARD OF HEALTH. THE SYSTEM MUST NOT BE —_—
BACKFILLED PRIOR TO OUR OBSERVATION. CONTACT OUR OFFICE AND SEPTIC TANK
FOR OBSERVATTON. | THO BUSINESS DAYS BEFORE REGUESTED DATE N 330 GALLONS X 200% = __ 660 GALLONS DESIGN CAPACITY.
4. ALL DISTURBED AREAS SHOULD BE LOAMED, RAKED, FERTILIZED, .
SEEDED AND MULCHED AT THE COMPLETION OF CONSTRUCTION. S OPOSED SBP'IEK'E'CIL'"B%EO%' 14" HEMLOCK. USE NEW___1500 GALLON SEPTIC TANK.
ELEVATION = 100.00 FEET.
PROPERTY LINE REFERENCE: SEPTIC TANK ASSUMED DATUM. W E LEACHING FIELD
TRESTIY LSS, IO MR BIOED BLA T OF 00,1 o
. . . , 50" LENGTH X 12° WIDTH = 600 SQUARE FEET.
PREPARED BY MARY ANN MILEWSKI P.L.S.. , DATED OCT 6, 2005 —_ —_—
F.C. REG. OF DEEDS PLAN BOOK 119, PAGE 35. S _B00 SQ@. FT. X _.56  GAL. PER SQ.FT. = __336  GAL. LEACHING.
TOTAL LEACHING CAPACITY = 336 GALLONS PER DAY.
CONTRACTOR NOTES: 9909 @
AFTER YOU HAVE LAYED OUT THE LEACH AREA & PRIOR TO STARTING NOTE: PER TITLE 5, 310 CMR 15.240(6): A FIELD IS DESIGNED FOR THIS SITE
CONSTRUCTION PLEASE CALL AND ESTIMATE WHEN YOU WILL BE READY DUE TO REDUCE THE LIMITED AMOUNT OF SPACE.
FOR FINAL INSPECTION. THIS WILL HELP ME SCHEDULE MY WORK LOAD AND
LIMIT THE TIME YOU ARE WAITING FOR ME. THIS IS ALSO THE TIME TO
RESOLVE ANY QUESTIONS OR CONCERNS. IF THE BENCHMARK OR TAPE
TIE REFERENCE POINTS HAVE BEEN DESTROYED, OR CAN NOT BE FOUND ASSESSORS MAP#52
I WILL COME OUT AND RE-ESTABLISH CONTROL OR STAKEOUT THE LEACH AREA. e SARCEL #71
s
- < DEED BOOK 7603 GENERAL NOTES
T P \5 PAGE 1 1. 4" PIPE WITH TIGHT JOINTS TO BE USED IN DISPOSAL SYSTEM
! INSTALL AT SEPTIC / /&$ EXCEPT WHERE OTHERWISE NOTED.
TANK OUTLET s C‘3 2. FROM HOUSE OUT TO SEPTIC TANK: SCHEDULE 40 PVC
ON SCH 40 PIPE Pl Q/ MINIMUM GRADE: 1/4 INCH PER FOOT (2%)
: _ \e\ 3. FROM SEPTIC TANK TO DISTRIBUTION BOX TO TRENCHES: SDR 35 PVC
s C) 0O MINIMUM GRADE: 1/8 INCH PER FOOT (1%)
16" P C_;\ /) TOPOGRAPHY SURVEY BY: 4. 4" SDR 35 PERFORATED PIPE TO BE USED IN LEACHING AREA.
45" MAINTENANCE: // @Q, /// H.L. EATON & ASSOCIATES. 6 MONTAGUE BOARD OF HEALTH MUST BE NOTIFIED WHEN
EACH TIME THE SERTLC TANK 13 PUNFED. s v s SYSTEM IS NEARLY COMPLETE AND PRIOR TO BACKFILLING.
AN HOSE _QrF _THE SCREEN. d i [ . 5. UNLESS OTHERWISE NOTED ALl SVSTEM COMPONENTS SHALL
THE FILTER WILL CLOG IF IT IS NOT ~ . .
SRR RS SYSIEY DLMENS LUNS ¢ LT LA o TSTALLED T ACCOMDANCE iTi TXTE S D T STare
SCALE: 1" = 20° o 1 / N> 9. ANY CHANGE TO THIS PLAN MUST BE APPRQVED BY THE BOARD
1" DIAMETER INLET HOLES 1 / /N " OF HEALTH AND THE DESIGN ENGINEER.
/ 10. THIS SYSTEM IS NOT DESIGNED FOR A GARBAGE GRINDER.
ORENCO BIOTUBE EFFLUENT FILTER
MODEL # FT0436
AVAILABLE FROM WASTEWATER TECHNOLOGIES, INC.,
18 PRECAST ROAD, MILTON , VT. 05468
(802) 869-3219 2
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